3—WAY ELECTRONIC —PETE'S PLUG, TYP.
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(N) CIRCUIT SETTER BALANCING VALVES, BY BELL & GOSSETT.
COIL_DESIGNATION  VALVE MODEL#  SIZE CONN.  SET FLOW GPM
HEATING CB—1—1/4 1-1/47 NPT 12.3

(N) 3—WAY ELECTRONIC CONTROL VALVE BY JOHNSON CONTROLS.
CONTROL VALVE OPENS WHEN BLOWER RUNS & OUTSIDE AIR <72°F.
COIL_DESIGNATION VALVE MODEL#  SIZE Cv DESIGN GPM
HEATING VG7842LT+7152G 1" 8.0 12.3
VALVE POSITION
NORMALLY CLOSED/FAILED CLOSED
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